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  GENERAL NOTES:

A. CONTRACTOR SHALL BE SOLELY RESPONSIBLE FOR VERIFYING ALL DIMENSIONS, QUANTITIES, AS-BUILT CONSTRUCTION AND FIELD CONDITIONS.

B. OWNER PERSONNEL WILL OCCUPY THE FACILITY THROUGHOUT THE DURATION OF THE PROJECT. COORDINATE ALL WORK WITH FACILITY PERSONNEL AND
TENANTS.

C. ALL CONTRACTOR AND SUBCONTRACTOR EMPLOYEE PARKING SHALL BE LIMITED TO OWNER APPROVED LOCATIONS.

D. CONTRACTOR SHALL LIMIT SET-UP AND STAGING FOR WORK ACCESS TO LOCATIONS AS APPROVED BY OWNER.

E. MATERIALS AND DEBRIS FROM REMOVAL OF EXISTING ROOF SYSTEM SHALL BE REMOVED FROM ROOF AREAS ON A DAILY BASIS INTO CONTRACTOR PROVIDED
WASTE RECEPTACLE. CONTRACTOR IS RESPONSIBLE FOR PROPER DISPOSAL OF WASTE AND MUST ADHERE TO LOCAL, STATE, AND FEDERAL REQUIREMENTS.

F. MATERIALS STORED ON ROOF TOP SHALL BE DISTRIBUTED AND PLACED OVER STRUCTURAL BEAM/TRUSSES TO PREVENT DAMAGE TO DECKING OF STRUCTURE
AND TO PREVENT BLOCKAGE OF STORM WATER DRAINAGE.

G. ALL TORCH OPERATIONS/OPERATORS MUST BE IN ACCORDANCE WITH CERTA REQUIREMENTS. TWO-HOUR FIRE WATCH REQUIRED AFTER ALL TORCH
OPERATIONS.

H. CONTRACTOR SHALL PROVIDE ROOF TOP CONTAINERS AND BALLAST TO PREVENT ROOFING MATERIALS AND DEBRIS FROM BECOMING AIRBORNE. MAINTAIN CLEAN
BULK STORAGE AND SETUP AREAS AT ALL TIMES.

I. CONTRACTOR SHALL PROTECT BUILDING FINISHES AT ROOF ACCESS POINTS, AT SETUP/STAGING AREAS, AND AT ALL MATERIALS LOADING/HANDLING LOCATIONS.

J. CONTRACTOR SHALL PROVIDE AND MAINTAIN FALL HAZARD PROTECTION TO MEET OSHA REQUIREMENTS.

K. CONTRACTOR SHALL LIMIT ACCESS TO FACILITY INTERIOR TO DESIGNATED PERSONNEL AS APPROVED BY OWNER FOR INTERIOR PROTECTION AND COORDINATION
ACTIVITIES.

L. CONTRACTOR SHALL MODIFY EXISTING CURBS, PIPE, VENTS, STACKS, AND OTHER PENETRATIONS AS REQUIRED TO INSTALL NEW BASE FLASHING WITH A MINIMUM
8" FLASHING HEIGHT IN ACCORDANCE WITH DETAIL DRAWINGS. OBTAIN OWNER'S APPROVAL AND SUBMIT ROOF SYSTEM MANUFACTURER'S WRITTEN
ACCEPTANCE AND WARRANTY COVERAGE OF FLASHING DETAIL AND LOCATIONS WHERE MINIMUM 8" FLASHING HEIGHT CANNOT BE OBTAINED.

M. INSTALL CRICKETS AT THE UPSLOPE SIDE OF ALL EQUIPMENT CURBS TO DIVERT WATER AROUND CURB FOR POSITIVE STORM WATER DRAINAGE.

N. CONTRACTOR SHALL INCLUDE $4,000 ALLOWANCE IN THE BID AMOUNT FOR MECHANICAL AND ELECTRICAL SUBCONTRACT SERVICES FOR MODIFICATION OF
EXISTING ROOF MOUNTED EQUIPMENT AND UTILITY SERVICES AND PIPING.

O. CONTRACTOR SHALL INCLUDE COST TO POWER WASH
    EXTERIOR WALL SEALANTS ON BUILDING 003  IN ACCORDANCE WITH
    SPECIFICATION  SECTION 07920 AS FOLLOWS

* POWER WASH, CLEAN, AND SEAL BRICK VENEER 8,500 SF
* SEALANT   REPAIR     250 LF

P. CONTRACTOR SHALL SCHEDULE WITH OWNER'S REPRESENTATIVE TO WITNESS START
   UP AND TEST RUN/CHECK OUT OF ANY EQUIPMENT WHICH WAS DISCONNECTED /
   REMOVED/RAISED OR MODIFIED UNDER THIS CONTRACT.  EQUIPMENT SHALL BE TEST
   RUN TO DOCUMENT PRE-PROJECT CONDITION FOR ACCEPTANCE BY OWNER'S
   REPRESENTATIVE PRIOR TO FINAL ACCEPTANCE AND CLOSE OUT OF  THE PROJECT.

Q. A VAPOR RETARDER MEMBRANE IS REQUIRED AND SPECIFIED ON THIS
   PROJECT. NOTE: THE VAPOR RETARDER MEMBRANE IS NOT SHOWN ON
   THE DETAILS.

R. CONTRACTOR SHALL INCLUDE COST TO INSTALL THE FOLLOWING
   QUANTITIES OF PROTECTIVE WALK WAY PADS AT LOCATIONS AROUND
   ROOF TOP HVAC EQUIPMENT.

ROOF AREA LF OF 3' WIDE WALKWAY

002   15'

S. CONTRACTOR SHALL CLEAN SURFACE RUST AND PAINT ALL ROOF TOP EQUIPMENT WITH ALUMINIZED PAINT.

T.  ALL WORKMANSHIP AND MATERIALS SHALL CONFORM TO THE REQUIREMENTS OF LOCAL BUILDING CODES, REGULATIONS , LAWS AND ORDINANCES.

1. 2015 INTERNATIONAL BUILDING CODE (IBC)

2. 2015 INTERNATIONAL ENERGY CONSERVATION CODE (IEEC)

a. INSULATION R-VALUE = R 30

U. DESIGN CRITERIA:

1. BUILDING RISK / OCCUPANCY CATEGORY : IV

2. EXPOSURE CATEGORY: C

3. BASIC WIND SPEED : 120 MPH (3 SECOND GUST)

4. MEAN ROOF HEIGHT : 24 FT.

a. CORNER ZONE DESIGN LOAD : 98.8 PSF

b. PERIMETER ZONE DESIGN LOAD = 66.9 PSF

c. FIELD ZONE DESIGN LOAD = 38.4 PSF

CORNER & PERIMETER ZONE   10'-0" WIDE SEE SHEET A-200 AND A-201

AutoCAD SHX Text
: > 10'-0" WIDE SEE SHEET A-200 AND A-201 
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(THIS SHEET ONLY)

GENERAL ROOF NOTES:

1. SEE SPECIFICATION.

2. VERIFY ALL DIMENSION IN FIELD.

CONSTRUCTION NOTES:                      

(THIS SHEET ONLY)

INSTALL 3/4" TREATED PLYWOOD TO INSIDE PARAPET WALL FOR CLEAN

SMOOTH SURFACE TO FLASH TO. NOT SHOWN ON DETAILS.

CUT AND INSTALL NEW  OVER FLOW SCUPPER THROUGH PARAPET WALL 14"

WIDE x 8" TALL.

INSTALL NEW 5"x5" DOWNSPOUTS ON PRIMARY SCUPPERS.

REPLACE EXISTING SEALANTS  250 LF ON DOOR FRAMES, WINDOW FRAMES,

AND PENETRATION ON OUTSIDE PERIMETER WALLS .

LEGEND

PITCH PAN

ROUND PENETRATION

HOT STACK

ROOF DRAIN

POWERED VENT

EQUIPMENT CURB

SKYLIGHT

PERIMETER ZONE 10' WIDE

CORNER  ZONE 10' WIDE

ROOF EAVE

± 25'-0"
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SCALE:

01
A-201

ROOF PLAN  - BUILDING 007
3/32" = 1'-0"
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3/32" = 1'-0"
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DRAIN SCUPPER W/CONDUCTOR HEAD
3" = 1'-0"

SCALE:
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3" = 1'-0"

SCALE:

08
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OVER FLOW SCUPPER
3" = 1'-0"
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