
*** SAFETY PAYS ***


project name

submittal or bid number

project location




PART 15

ADDITIONAL REQUIREMENTS
15.1
SUBMITTAL REGISTER AND SHOP DRAWING REVIEW AND APPROVAL.  [ verify is this is addressed in separate front end spec section – 00 80 00.00 06 or Division One.  If so, delete here. ]

15.1.1
The individual Specification Sections indicate the shop drawings and other submittals required for this Project.  The Contractor shall prepare a Shop Drawing Submittal Register, in both electronic and hard copy format, for Government approval, using Form 4288.   See Spec Section 01 33 00.10 06 Submittal Procedures for Design Build.

15.1.2
Following Submittal Register approval, the Contractor shall have all required submittals prepared and submitted to the Contractor’s designers-of-record, using Form 4025.

15.1.3
The Contractor’s designers shall review the submittals and recommend Contractor approval or disapproval, designating one of the following three actions to be taken.  Designers of record shall sign approved submittals.

15.1.3.1
“Approved” – Straight approval only; items meet all requirements of the plans and specifications.

15.1.3.2
“Approved as noted” – Approved subject to corrections noted on the submitted data or the submittal form, which will result in compliance with all requirements of the plans and specifications.

15.1.3.3
“Not approved – resubmit” – Items do not meet all requirements of plans and specifications; designer is to note reasons for disapproval on the submittal form.

15.1.4
Equipment or material which does not meet all requirements of the plans and specifications shall not be approved.  Requests to substitute equipment or material may be considered by the Government only if proposed by the Contractor, and accompanied by:

15.1.4.1
A written explanation describing all points in which it differs from the Project requirements.

15.1.4.2
A written description of how its substitution will affect other items.

15.1.4.3
The reason for the requested substitution.

15.1.4.4
The amount of credit (or increase) in the construction contract amount should the Government approve the substitution.

15.1.5
Contractor shall maintain an up-to-date copy of the Submittal register at all times, along with copies of all submittals and designer responses.  Contractor shall promptly provide Government with two complete copies of all approved submittals, For Information Only (FIO).

15.2
WARRANTIES. [ verify is this is addressed in separate front end spec section – 00 80 00.00 06 Special Clauses or Division One.  If so, delete here. ]

15.2.1
Required warranties are indicated in the Specifications.  Contractors are encouraged to offer extended warranties on mechanical equipment and controls, roofing, and other items or systems, either as a part of their proposal (betterment) or an addition to the proposal cost.  If Contractor offers as an addition to the proposal cost, such extended warranties will not be a part of the Government’s evaluation and selection process.

15.2.2
If warranties from sub-contractors, vendors or manufacturers name the Contractor as the beneficiary, such warranties shall be revised to name the Government at building turnover to the Government.

15.3
GOVERNMENT REAL ESTATE FORM 1354.  Contractor shall provide draft Form 1354, and associated equipment lists, for Government approval, and shall assist the Government in finalizing the Form.  Contractor is responsible for verifying with the ___ [Regional Readiness Command or Regional Readiness Sustainment Command] the categories and items to be included, and for providing area and cost information required.  See Attachment F for a sample Form 1354.

15.4
REVISIONS TO SPECIFICATIONS 2-48 TEMPLATE.  The specifications 2-48 template shall be provided complete as a volume in the RFP package.  Use this paragraph to document template specifications 2-48 revisions.
[ Add additional requirements, if any.]
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